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CATEGORY: Duct Smoke Detector Housing/Base
LISTEE: Kidde-Fenwal, Inc., 400 Main Street, Ashland, MA 01721

Contact: Terrill Garland (508) 881-2000

DESIGN: Model DH-60, DH-60 (2W), DH-2000*, DH-2000CPDI* and DH-2000PSDI* duct smoke
detector units. Unit consists of a plastic enclosure, optional relay and electrical components,
a separately listed smoke detector, a sampling and exhaust tube. Models DH-60 and DH-
60(2W) employ listee’s listed Model CPD-7051D (CSFM Listing No. 7271-1076:115) or PSD-
7155D (CSFM Listing No. 7272-1076:117) smoke detector. Models DH-2000CPDI and DH-
2000PSDI employ listee's listed Model CPD-7052 (CSFM Listing No. 7271-1076:145) or
PSD-7152 (CSFM Listing No. 7272-1076:142) smoke detectors, respectively.
Refer to listee's data sheet for additional detailed system description and operational
considerations.

RATING: Electrical: 24 VDC, 24/120/240 VAC

INSTALLATION: In accordance with listee's printed installation instructions, applicable codes & ordinances
and in a manner acceptable to the authority having jurisdiction. Suitable for use in ducts
where air velocity is between 500 and 4000 ft/min.

MARKING: Listee's name, model number, rating and UL label.

APPROVAL.: Listed as duct smoke detector unit for use with separately listed electrically compatible fire
alarm control unit to shut down blowers to prevent abnormal smoke distribution. Models DH-
2000, DH-2000 CPDI and DH-2000PSDI are intended for use with listed Model Fenwal Net
2000 (CSFM Listing No. 7165-1076:141) or Pegasys (CSFM Listing No. 7165-1076:146)
fire alarm control units.
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